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DESIGN BRIEF 
 

a) INTRODUCTION 
The project is design and built of a Water Fountain in Hulhumale’ Central Park (please refer 
to the concept Drawings for further details).  
The aesthetic qualities of water reach far beyond the visual aspect due to the psychological 
effects of water and as a physical factor providing sound and climatic modification. 
Therefore, fountain will become an interactive space which would visually stand out from the 
context and be aesthetically appealing with its random and rhythmic flow. 
 
b) Scope of work  
The project scope is to build a water fountain according to the concept drawings, design 
guidelines and standards set by HDC. Contractor should propose and install a fountain 
system approved by HDC while all materials and finishes should be submitted and approved 
prior to any practical work. 
 
Water fountain Area: 1860SQM  
Maximum Height: 15m 
 
The guidelines are as follows: 

Sub Structure 
a) The structure should be made of a material which is resistant to rusting and 

weathering. 
b) Fountain should be designed in such a way that, water is recirculated and treated 

throughout its use to ensure clean and safe water for public health.     The fountain 
should also be incorporated with the flush out system. 

c) Foundation system or any structural fixing details should be designed by the supplier 
d) Structural Design should be cost effective 

 
 
Design 

e) Both the design and operational procedures should assure that trip hazards are 
prevented. 

f) Accessibility should be provided for maintenance services such as electrical servicing 
and cleaning. 

g) The system should include an installation manual/guide, if installation services are 
not provided. 

h) Operating heights of water feature should be safe for public 
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i) Light should be concealed with recessed fixtures. 
j) The design should facilitate music, water effects to be choreographed to various 

speeds and rhythms. The desired mood, style and character of a particular 
application dictating speeds and lighting appropriately. 

k) Sound of music must not exceed safe level of hearing 
l) The exact Quantity and type of water jets to be decided through design, which 

should emphasize the features mentioned. 
m) The design must follow law and rules of public health safety code (if any), MWSC and 

STELCO.  
 

 
Note: Please refer to the drawings attached for further details 

C) Service & hardware warranty: minimum 01 years 


